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THE CITY OF LONG BEACH MUNICIPAL CODES REQUIRES:

I. THE OWNER OF THE PROPERTY OR PREMISES SHALL PROVIDE A SUITABLE AND ACCESSIBLE LOCATION
FOR ALL NATURAL GAS METER SET ASSEMBLIES AND RELATED APPARATUS.

2. THE METER SET ASSEMBLIES MUST BE ACCESSIBLE AT ALL TIMES TO PROPERLY AUTHORIZED
EMPLOYEES OR REPRESENTATIVES OF THE CITY.

3. IF A COMPARTMENT IS PROVIDED FOR HOUSING THE NATURAL GAS METER SET ASSEMBLY, RELATED

APPARATUS OR ANY PART THEREOF, IT SHALL BE USED AND OCCUPIED ONLY AND EXCLUSIVELY BY AND FOR

SUCH EQUIPMENT.

COMPARTMENT MAY BE EXTERNAL OR RECESSED INTO A BUILDING STRUCTURE.
VENTS SHALL BE INSTALLED WITHIN 12* OF THE BOTTOM AND WITHIN 4° OF THE TOP OF THE COMPARTMENT.

HOUSE PIPING:
SEE LONG BEACH GAS & OIL STANDARD DRAWING A-1001 OR A-1002 FOR HOUSE PIPING DIMENSIONS.

MULTIPLE METER COMPARTMENT
(SEE LBGO DWG. A-985A FOR MULTIPLE METER INSTALLATION REQUIRMENTS)
«
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